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Vidu / PLC_1 [CPU 1214C DC/DC/DC] / Program blocks

Cau 2 [FB1]

Cau 2 Properties

General

Name Cau 2 Number 1 Type FB

Language LAD Numbering Automatic

Information

Title Author Comment

Family Version 0.1 User-defined
ID

Block_1

Name Data type Default value Retain

Input

Output

InOut

Static

Temp

Constant

Network 1: ADC (min) = 27648*2/10

Network 1: ADC (min) = 27648*2/10

P

NORM_X

toInt Real

SCALE_X

toReal Real

1

1

"Clock_0.5Hz"

%M11.7%M11.7

"Tag_1"

%M2.1%M2.1 5530

"AI0"

%IW64%IW64

27648

"temp1"

%MD20%MD20

10.0

"temp1"

%MD20%MD20

100.0

"Khoang cach"

%MD100%MD100

EN

MIN

VALUE

MAX

ENO

OUT

toInt Real

EN

MIN

VALUE

MAX

ENO

OUT

toReal Real

EN

MIN

VALUE

MAX

ENO

OUT

toInt Real

EN

MIN

VALUE

MAX

ENO

OUT

toReal Real

Network 2:
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OUT_RANGE

Real

IN_RANGE

Real

20.0

"Khoang cach"

%MD100%MD100

80.0

"Clock_1Hz"
%M11.5%M11.5

"DEN"
%Q0.0%Q0.0

20.0

"Khoang cach"

%MD100%MD100

80.0

MIN

VAL

MAX

Real

MIN

VAL

MAX

Real

MIN

VAL

MAX

Real

MIN

VAL

MAX

Real


